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May 5, 2009

David Hams
Waterhead I.LC, DBA Rock at Jocassee
6212 Hwy 11
Pickeas SC 296'7l

Re: Oauley Falls W/S
Potable Water System Sanitary Survey
Fickens County, System 4 3950004

Dear Mr. Hams:

On April 23, 2009 the Greenville BQC District Onice comtucted a sanitary survey of Gauley Falls W/S
(Rock at Jouesee) public water system. The intent ofa sanitary survey is to evaluate a systan's ability
to produce and distribute a safe drinking water supply. Your coopimrtion during this jn!ipection was
yeatly aplmciated.

The enclosed sanitary survey aport rel)resents an of6cial notification of the results of our evaluation.
Persons responsible Sr operation and maitrtents~ of the ground water system should promptly review
this teporL It consists of sy!ptmm &characteristics and statistical infomation (page 1);groimd water source
information (page 2); and a compreleasive rating page which addresses diKermt aspects of system
operation, maintenance, and record keeling. Ratings fall under the following three categories:
Satisfactory (S), Insuf5cient/Needs Improvement g) or Unsatisfactory (U) —(page 3). Departmental
comments and/or reoomnMtaiations for appropriate corrective actions for all items marked I or U on
page 3 ofthe report have been discussed below:

Waterhead IL.C, DBA Rock at Jocassee (Gauley Falls W/S) is classified as a "Community Water
System" or C system. Making water is provided by;
SOURCE: Well Oee —Seutee ID G30103 is s IP dtiBed well 16$ it deep with e 10hp sebmetsible
pump located on Hwy 17S. The well produces approxhnately 24 gpm.

~TRIS o::M d yd f '
I '6 8

(14) residential cotmcetions snd four (4) non-residential connections.

/TORA(+; Total stogie of9/00, One 500-gallon tank located at the well and One 9,000 tank
located at the end of Fulda Court. An air coEnpressor is provided at the large tank.

SOUTH CAROLI NA .DEP A RIME N I OF HKAL TH AND KN VIRON MEN T A L (' ON THOL
Region g

Scrtting Gherokcc, Greenriik, PictenE, Spartanbnrg and Union Counoes
GEceBIvnle EQCOfflce ~ 301UnivcrEity Ridge ' Suitc5800 ~ Grcenvi1le, SCPal ~ Phone(864) f41-1090 ' wwwmdhecgov
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May 5, 20O9

DavidHmris

WaterheadLLC, DBARockatJocassee

6212 Hwyll
PickensSC29671

Re: Gaul_ Falls WtS

Potable Water System Sau_tm'y Survey
Pick_s Coum'y, System # 3950004

Dear Mr. Harris:

On April 23, 2009 the Greenville EQC District O_ce conducted a sanitary s_rvey of Gauley Falls W/S

(Rock at Jocassee) public water system. The intent of a sanitary survey is to ¢_dl a system's ability
to produce and distribute a safe drinking water supply. Your coopenltioa during thls inspe_on was
greaay

The enclosed sanitary survey report represen_ an official noti_cation of the results of o_r evak_ion.

Persons reRx)nsible for operation and _ of the ground water system should pm_ review
this report. It consists ofsystem _sti_s end stafistiud information (page 1); ground water source

information (page 2); and a c__ve ratin8 page which addre_a_ diferem aspects of
operation, maintenance, and record keepins, Ratings _ under the followiag three categories:
satisfactory(S),  dant/Needs tmprovement(1)or Unsatisfactory(U)- (page3).
comments and/or recommendations for appropriate corrective sctions for all items marked I or U on
page 3 of the report have been discussed below:.

GENERAL ENTORMATION

Waterhead LLC, DBA Rock at Jocassee (Gauley FaLls W/S) is classified as a "C(nnmtmity Water
System" or C system, Drinking water is provided by:.

SOURCE: Well One-Source ID G39105 is a 6" drilled we]] 168 it deep with a 10 lip submersible
pump located on Hwy 178. The well produces approximately 24 gpm.

D_ISTRIBUTJON: The w_ter system provides water for a population of approximalely 36 with fourteen
(14) residential connections and four (4) non-residential comuctions.

STORAGE: Total storage of 9,500, One 500-sal]on tank located at the well and One 9,000 tank

lovated at the end of Fulda Court An air compressor is provided at th© large tank.

SOUTH CAROLINA DEPARTMENT OF HEALTH AND ENVIRONMENTAL CONTROL
Region 2

Serving Gherokcc,Greenville, Pickem, Spartanbllrgand Union Counties
OreenvlUe EQC Off lee • 301 Unive_ity Ridge • Suite 5800 • Greenville, SC _FJ_Oi • Phonu (E34)241-1090 • www_cdh_.gov
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I'DHEG
Suy8N8u Of Water

public wabu system Invocatory Rs~ yy~

Seu Name; QAULEY FALLS WFS

System Number. 3980004

Fax Number. (884)8784201

ENN fesNlny Addruas-

Owner. WATERHEAD LLC DNA

Ain; STAN SROWN

WATERHEAD LLC 08A
171 SLIDINQ ROCK RD

PICKENS, SC 28871

Owner Business Teiephone: (884)270-1431
Owner Emergency Telephone. (884)8784I172

(4)dd, (M)od' (R)enum, (D)ahrta;

Reason:

Today s Dsts;

Sile info Address:

8212 HWY 11

PICKENS, SC 29871

Reh@on Contact HARRIS. DAVID
'Phone; r884$7MM7

DW Mal Atledaut' DAVID HARRIS
DW Corneal Telephone; (884)tf784087

System Type . , C hect Code, . . ."
hect Dais (moryr), . . .
Segbr Dais (rnor)lr). . . 10l1988

R1 Season On (moNeg. . . . . . 01l01

Counties Sewed' ~Off (nei~. . . . . 12l31

Stsde8oai Infculhason

Sounae Uae lnforrnadonr

Percent Surface Water, , . . . . . . . . . . 0

Percent Srcund Water. . . . , . . . , . . . . 100

Percent Purchased Surface Water. . . 0

Percent Purclesed Obtund water. . . . 0

Tutcd must equal 100%

Number of Seruhur Connecthue:

Residential. .
Non Rarddentlel. . . . . .
Mexinuun Allowstds. . .

Produclon (~D):

14
~~ Total. .. 18

4

49

Number of Surthce Walar Sources. . .
Number oF Ground Water Sounds. .. .
Purohaaed Suface Weler SOuroea. . . .
Number of Permanent SW SouroeL . .
Number of Emargerey SW Sources. . .
Number of Permanent GW Sources. . .
Number of Emergency GW Sources. . .

Sunrise Pofuduion:

0

0
0
1

0

0

Auaraye. .

Mararyssn Day. . .

Total. . . , . . . .

Stcuetfa

EkweIsd (Ma). ,

Ground (M0)

Pressure (TQ). . . .

0.000

0.000

9.500

WATERHEAD L1Afil%hQ+b6fitSQdf&WNMeeea and phene inl'O iuue,

Pagu1 of1

08/04/2009 14:59

SCDHEC

Bureau of Water
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Public Warm" InventoryReport Form .2,: O

Sb Name: GAUt.EyFALLSW/S

Nun'_e_. 395(1004

Fax Nul1#_r; (864)879-0201

OW IIl_llng Addm_:

(A)dd,(_md_ 0q)enum,(O)a_:

Site Into Adds:
WATERHEN:)I.LCDIBA

A#n: _rI'ANBROWN

WATERHF_.ADLLCDBA

171SLIDINGROCKRD
PICKENS,_IC29671

OwnerBu._mmeTelephone: (864)270.1431

OwnerEmergencyTe4ephone:(864)878.8172

B212 I-hNY11

PICKENS, SC 296_1

* ReletimlContact: HARRIS. i:_D
'1:_one: m641_-B0_7

OW Md Atlention: DAVIDHARRIS
Dw Cont_=tTelephone; (084)8-_-a007

b_Tyl_ .... C

_.,,o ....

OwnerType..... I_IV

,gy_mmChamctmtsBm

I.act C_le ..........

matt_ (mo/.F).... (::o,mtk_ _:

39

RI Semo_On(rno_w)...... oi/oi

S_monO_Y(too/day)..... 1_nl

SourceIkm IMtmmdJo,:

I°_m:entSurfaceWaem............. 0

Pen0entOa'ouftdWater............. 100

Pe_oentPUrdln_l SurfaceWammr... 0

meree_PurctmNdGroundweeer.... 0

Total muetequal 100%

NumberofSurrm:eWaterSources... O

NIM1berof GrotmdWater Sourc_m.... 1

I_n_hase_ Subae Wmr ,9ou_ .... 0

N_nber ofPm_n_ment_N Sources.,. 0

t'k_rd0_of Emmgem:VSW Sowoes... 0

Nun'_ _ _ _e,/_,ouro_... 1

N,m!x_rofF.memm_ GW Source... 0

Sendce Popula_on:

_pu_lon ................ 36

0

Comm

WATERHEADL_l_b_l_lltld#/_ andphoneillfohere,

m ___ i .... L_IL -

Stltl_m Int_.lna6on

Numll_r _ _ (_mmm_on_

Ree,idOn_l............

Non Residentl_l.........

MminlumNlowmle .....

I:_erwmHlm_l.......... :..

14 .._t_Total 18
4 °°"

49

t7

Pr_.cUon (MGD):

^_,'_ee.............. _ . _C,__.-_

M_ximumnay........... ooe

c_,

Tome.................. o23o4

F__,_er_y ............ o.0000

Ek,emd (e,_).......... O.000

Ground (MO)........... 0.000

I:_re_eumCIG).......... 9.500

Signature: ___---_ _/_9-

Alorll1_. 2000 Page I of I dwhtUlll_.rdf
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Swe nnme: QAULEY FALLS W/8

Syehwn number. 89800M

Publh Water Syatun Sanlary Survey Report
OrOull4 Naler Syatsma

PAGE 18/16

s ~~:Q(@~a

88/8412009 14:59 864-241-1892

SCDHEC
Bureau of Water

Site mlnle: GALL/=YFN.L$ W/S

S_bm nmmlx_. 3g_XX]4

EVIR QUAL CONTROL

PublicWater 8ysti_ SamlterySurvey Report.
GroundWmr Symm

Last Burmy: 03Q,r_J00e ,

PAGE 10/IS

C_MI

_xi116, l_l. Pnge 2 of 2 dwm_._
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Diagram Key for Jet Pump and Submersible Pump Systems
Diagratus 1 and 2.

5.

10.

12.

14,

16,

19.

20.

Well Going: the tap of the well casing shall ached at last twelve (12) inches above the concrete
pad or pwnp house floor.

Concrete Ped: a minimum radius of three (3) feet from the center of the wdl casing and a
minimum tuckness of four (4) inches.

Wdl MentileaIea Plate: must be pennaneotly installed immediately after completion ofdrilling,

Grout: well must be granted in accordance with the constrtlction specifications of this permit

Screened Vent: must face dawttwatd with the opening located a ntinituum of eighteen (18)inches
abave the cottcrete pad or wall house floor. Screen must have an efFective opening of .024 inches
or smaller. fag item is not required ott packer type jetpastps.

Ab i' Vacuum Valve (optional)c design of the system may require this valve. %his item is not
needed on a jet pump system.

Cleek Valve

Pressure gaaga

$%w Mates. must be locstsd dawn sttuam of the cheek valve and before the blow-aK This item
is requited on eny public wntar supply well whee thn yiekl af the well cannot be easily measure
&am the bi~using a bucket and stopwatch or by alber means acceptable to the Department.
'Ihe flaw meter must be capable ofmetLaIring both instanttuleous snd lotullnsd fbi.
Plussulu ReIef Vntve (o/lllohal)t nMQI' be mstailed all ywhete along the well head plplng prior to
the gate valve (¹14)and nmst be sinsd to discharge the total Swr ofthe ptnnp nt a psusaute hns thm
or equal to the wuthttg pressure ofthe storaes tank This itetu ls requited whenever the pump is
capable ofoperating at a ptusenu greator then the waking ptessttru ofthe~tank

Seas+ Taps must be located dawn stream ofthe check valve and beltnu the Nttn valve isoletmg
the well irom the system (¹14).
Clttu valve: for blow~.
lN~l! must be located dawn stream of the meter (¹9) snd before the gate valve (¹14) for
isolating IN well Sam the system-

Gnte Vnlvel fof tsolutlng the stall ~
Sanitary Wsl Seal all apenmgs other then the actuated vent (¹5) shall be e%sevely saaled
against the entrtulce ofwater under all conditiatN.

Electric Cables must be enclosed in conduit end meet the requhutnenis of the National Electric
Code.

Jet Pump end lNetur: shown with pleasure switch mountol cn mator housing,

Gate valves ibr isolating the tank Sum the distributice system.

Bladder Tanlu this type of tank may be used on either jet ptmtp or submersible pump systems
altiuntgh it is nc¹ shown on the Submersible Pump %ell Head Diagnuu.

Wel Head Protections the well head must be protected &am Seezing and fiom vandalism by a
lockabie pmtective cover or pump house.

08/04/2009 14:59 864-241-1092 EVIR QUAL CONTROL
PAGE 11/16

5.

.

4.

5.

.

1

8.

9.

I0.

II.

12.

1:3.

14,

15.

16.

17.

18.

19.

20.

Diagram Key for Jet Pump and Submersible Pump Systems
Diagrams ]and2.

WallC_q: thelopof_ wellc_ing shallextendatle,_ttwelve(12)inchesabovetheconcrete
pad orpump housefloor.

Cuere_ Pad, a minimum radiusof three(3)fm_tfrom thecenterof thewellcasingand a
minimum thi©Imeuoffour(4)inches.

WellId_tlr_aflonPls_: mustbe Ixwmammtlyinstalledimmed_belyaftercompletionofdrilling.

Grout: well must be grouted in accordance with the construction specifications of this permit.

p_. orwellh.o_.floor..Sc_,nm.usthavean effectiveopeningof.024 inches
•m_m. Jma uem _ nor r_qu_onpacn_.r 05VeJ_.

Air / VKuum Valve (optional): design of the systemmay require this valve. This item is not
needed on a jet pump sysmn.

Cheek Valve

Vr-s e c zD

gbwMe_n, mustbe Iocmd dowu slream ofthe eheekvalvea_lbefoeetbe blow.off. "l'bisitem

.. L_mum°w'°uusmsaouegetm_tstoPWaWbor othermems le•
lno now meier mint be cefeble _m,=sm'mg both _nmntsmo_ and toltdLmd_-.

]e'rmwe ]XeU_ Vsd_ (opuo,_9: may be msUdledan_be_ ,dons die wen bud piping prior to
the 81e va]_ (#14) md mu_ be siz_l _o_ the m4nlflow (_rlhe pump E s prmsu_ _ _

_][de Tsp: mum be loca_l down su_sm oftbe chockvdve and befo_ dw pie valve _g
the weJl from the s_lem (#14).

Gme _dve: for blow-off'.

must be Iooam/dowu re'earn of the meter (#9) and before the p/e vaJve (#14) fu.
isolati_ the well from ll_ _em.

_ Valve; for bolating the _tt frmn the mjmem.

_,ml_ry Wd Sat: all _ other th=n the mr_mxl vwt (#5) droll be _ly se_hsd
_a_ _ _ orwsm" unda,sll_d_,

Ekmrk Cable: must be enclosed in emsduit sad meet the requiruna_ of the National EleCt
Code.

Jet Pump and Motu_ shown with pf_mn switch mounted on motor housing.

_aJe valve: for LsolM/ngthe ink titan the distrFoution system.

al_ho_hdderTank this type of tank may be used on elthzrjet pump or submers_le pump systems
it is not shown on fire Submerm_le Pump Well Head Diagram.

Well Head Pret_:tion: the wellhesdmust be protected from _eezing mgl from wmdalisan by a
Jockable Wotective cover or pamp house.
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Apxil 11, 2007

Stan Brown
WA'IXRHEAD LLC, DBA Rock At Jocassee
171 Sliding Rock Rd.
Pickens, SC 29671

Re. Rock at Jocassee
Potable Water System Sanitary Survey
Pickens County, System 0 3970300

Dear Mr, Brown.

On March 22, 2007 the Greeriville EQC District EXEce conducted a sanitary survey ofWaterhead
LLC, DBA Rock at Jocassee pubhc water system. The in|tent ofa sanitary survey is to evaluate a
system's ability to produce and distribute a safe drinking water supply. Your cooperation during this
inspection was greatly appreciated.

The enclosed sanitary survey report repaints an ofEcial noti6cation of the results ofour
evaluation. Persons responsible for operation and maintenance ofthe ground water system should
promptly review this report. It consists of system chilratWiistics and statistical information (page 1);
ground water source infcirniation (page 2); and a comprehensive rating page which addresses
different aspects of system operation, xmiintenuice, and record keeping. Ratings fall under the
following three catesories: Satisetctory (S), lnsu%cient/Needs Improvement (I) or Unsatisfactory
{W)—(page 3) Departmental comments and/or recommendations for appropriate corrective actions
for all items marked Ior U on page 3 of the report have been discussed below;

GEM&&AI, INFORMATION

Waterhead LLC DBA Rock as Jocassee is classified as a "Transieirt, Non-Community Water
System" or N system. Drinking water is supplied by three wells. Well 41 is a drilled well 130 ft,
with a 2 hp pump and a test yield of32gpm located &oat ldt ofGauley Falls Condos. Well P2 is a
drilled well 663 k, with a 15 hp pump and a test yield of I l lgprn located right oftee box 013. Well
43 is a chilled well 363 k, with a .15 hp pump and a test yield of65gpm located on Fairway 413 it
feeds only two toilets, no drinking water. There are tvro storage tanks, a 10,000gal and a 2,000 gal
located o6'of Whispering Fall Drive. The well provides water to 10 residential and thirty-two non-
residential connections.

SOUTH CAROLINA DEPARTMENT OF HEALTH AND ENVIRONMENTAL CONTROL
Region 2

Serving Cheroitee, GreenvlHe, Pickens, Spananburg and Union Counties
Greenville ltd Of6ee & 501University Ridge ~ Snite 5800 ~ Greenville, SC29601 ' Fhone(864) Nl-1090 ~ ~mdhec, pnr
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April 11, 2007 !J _ m _vi- i'

StanBrown

WATERHEAD LLC, DBA Rock At loe.assee

171 Sliding Rock Rd.

Pickons, SC 29671

Re. Rock _r Jocassee

Potable Water System Sanitary Survey

Picken$ Cotmty, System # 3970300

SOUTH

Dear Mr. Brown:

On March 22, 2007 the Greenville EQC District Office oonducted a sanitary survey of Waterhead

LLC, DBA Rock at Jocassce public water system. The intent of a sanitary survey is to evaluate a

system's ability to produce and distribute a safe drinking water supply. Your cooperation during this
inspection was greatly appreciated.

The enclosed sanitary survey report represents an official notification of the results of our

evaluation. Persons responsible for operation and ma/ntcaance of the ground water system should

promptly review this report. It consists of system characteristics and statistical information (page 1),
ground water source information (page 2); and a comprdtensive rating page which addresses

different aspects of system operation, maintenance, and record keepin_ Ratings fall under the

following three categories: Satisfactory (S), _ent/Needs Improvement 0D or unsatisfa_ory
010 - (page 3)_ Departmental comments and/or recommendations for appropriate corrective actions

for all items marked I or U on page 3 of the report have been discussed below:

GENERAL INFORMATION

Waterhead LLC DBA Rock as Jocassee is classified as a _'Transiem, Non-Community Water

System" or N system. Drinking water is supplied by three wells. Well #1 is a drilled we]] 130

with a 2 hp pump and a test yield of 32gpm looated front leR of Gaaley Falls Comios. Well #2 is a

drilled well 663 _ with a 15 lip pump and a teat yield of 1 i lgImt Moated fight of tee box #13. Well

#3 is a drilled well 363 _ with a. 15 hp pump and a test yield of 65gpm located on Fairway # 13 it

fimds only two toilets, no drinking water. There are two storage tanks, a 10,000gal and a 2,000 gift
located offofWlfislmdng Fall Drive. The well provides water to 10 residential and thirty-two non-
re_dential connections.

CAROLINA DEPARTMENT OF HEALTH AND ENVIRONMENTAL CONTROl,
Region 2

Serving Cherokee, Greenville, Pickens, Spartanbmrg and Union Counties
Greenw'lle g{_ Office • J_01University Ridge • Suite 5800 •Greenville, SC29601 • Phone: (864)241-1090 • wwwacdhec.gov



88/84/2889 14:59 864-241-1892

Page 3 of3
%sterhead LLC, DBA Rock at Jocassee
April 1 1, 2007

EVIR GIUAL CONTROL PAGE 83/16

ITY MAlNIKN -The purpose of this item is to evaluate the overall facility
maintenance practices of tbe water system including all treatment facilities, storage and
treatment buildings, and the grounds around the faciTities. During the survey on 3122It07 it was
noted some housekeeping is needed and trash in the pump house need to be removed in well Int'3.

This item was rated as satisfactory.

S. PROCED MANUAL —The purpose ofthis item is to ensure that a water system nuLintains
written procedures for the operation and maintenance of its system. Sorter Cm'otic Primary
Drinking 8'ater BeguIa6m, Section K6M8.7$ (2) states "Hach system shall have and mamtain
u~o-date written Standtml Operating Procedures for the operation and maintenance of its
system. These procedures shall include but not limited to:
a) Preverrtstive maintenance schedules on equipment
b) Reporting and public notdlcation requirements
c) Sample siting plans
d) Valve and hydrant maintenance procedures
e) Distribution system 8eshing
f) Disinfect ion requirements for the repair ofwells, tanks, and water lines

g) Cross-connection control program
h) Leak detection and repair program
i) Safety procedures
j) Detailed instructions on starting and stopping any treatment plant

All of the aforementioned items are required by state law and should be incorporated into a written
Standard Operating Procedures Manual for Waterhead LLC, DBA. Rock at Zocassee. This item was
rated as needing improvement.

9, T; This report was not available at the time of inspection.
Need to send a copy ofmost recent report. This item was rated as N.

At the time of inspection David Hams, Distribution Operator and Owen Taylor —Greenviile EQC
were present. Detailed record keepmg should be a priority for system owners in order to satisfy
existing regulations. It is recornrnerrded that the forms given be utilized and maintained. The overag
rating Rom the Sanitary Survey conducted on 3I22I07 is SATISFACTORY; thus a written
response is not necessary. Should you have any Snther questions or comments regarding this
matter, please do not hesitate to contact me at (864) 241-1090.

Sincerely,

&ven Taylor

Environmental Health Manager
Gteenville EQC District

GT/gt
Enclosure

08/04/2009 14:59 864-241-1092

Page 3 of 3

Waterhead LLC, DBA Rock at Jocassee

April 11, 2007

EVIR QUAL CONTROL PAGE 03/16

. FACILITY MAINTENANCI_ -The purpose of this item is to evaluate the overall fadlity

maintenance practices of the water system including all treatment fa_ities, storage and

treatment buildings, and the grounds around the faca2ities. During the survey on 3/22/07 it was

noted some housekee#mg is needed and trash in the pump house need to be removed in well #3.
This item was rated as satisfactory.

8. PROCEDURES_MANUAL- The purpose ofthb item is to ensure that a water system maintains

written procedures for the operation and maintenance of its system. SoutA Carolimt

Drinking Water Regulation, Section R.61-,_.7]1t (2) states ___tch system shall bare and maintain

up-to-date writtea Standard Operating Pro(axlures for the operation and maintenance of its
system. These procedures shall include but not limited to:

a) Preventative maimermnce schedules on equipment

b) Reporting and public notification requirements
c) Sample siting plans

d) Valve and hydrant maintenance procedures
e) Distn_0ution system flushing

f) Disinfect ion requireme_s for the repak of wells, tanks, and water lines

g) Cross-connection control program

h) Leak detection and repair program

i) Safety procedures

j) Detailed inatm¢fions on starting and stopping any treatment plant

All of the aforementioned items are required by state law and should be incorporated into a written

Standard Opexating Procedures Manual for Watexhesd LLC, DBA Rock at JocaMee. This item was

rated as needing improvement.

9, _C__NSUMER CONFIDENCE REPORT_ This report was not available at the time of inspection.

Need to send a copy of most recem report. This item was rated as N'.

At the time of inspection David Harris, Distribution Operator and Owen Taylor -Greenville EQC

were present. Detailed record keeping should be a priority for system owners in order to satisfy
existing regulations. It is recommended that the forms given be utilized and maintained. The overall

rating from the Sanitary Survey conducted on 3/22//07 is SATISFACTORY; thus a written

response is not necessary. Should you have any further questions or comments regarding this
matter, please do not hesitate to contact me at (864) 241-1090.

Siw, erety,

Gwen Taylor

Errviroranental Health Manager

Greenville EQC District

GT/gt
Enclosure
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SCDHEC
Bureau of lNater

Public Natstr System Source/Plant Inventoty Report

System taane: ROCK AT ~SSEETHE

Syetem ffumeer. SWNII
Sautes IQ; Gsttt'lS

(a)dd, gal)adtty &R~, p)efete:

Todetre Date: O

Location. . . . , . . . . FRONT LEFTOF GAULEY Qt() &pnd
Sourae Nemo, . . . . WELL O)1E

RecaMny Plant. . . . Geutey Falls Condos

Peek ID . . . , . . . . . B390tt7

Avagablty Code. . . , , P

Ledtude. . . , . . . , , . . . 34.99907500
Longitude. . . . . . . . - SX7802212D
Salas Cade. . . . . . G

Depth gt). . . . . , 1St)

Type I

Csshg Dlenelw {yt).. . . . . . . . . . . S
Casing Type. . . . , , , . . . . G
Under Ihe Direct lnnuenae Of SIP? . . N

fkeettewar

TVp

Design Yield tgpm). . . . . . . . .
Tested(gpm). . . . . . . . . . .
Avg Deiy Pulsation AD) . .
Regukdsd Capacity PGD). . .

2.00

32,00
7.IS

38,es

9gog 95'&r to
y 'l 'I'I fr I

gl ecJr

Pege1afS
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s]r_m Name:

Symem

SourceID;.

ROCKATJOCASSEETHE

3;t0300

G_8116

(A)a'd,{M)j.,(Re, (D)_LI:

•ro t,

.... ,.,,,

Sour_ Name.....

RK_g _mt ....
Pla'dID ..........

FRONTLEFTOF GAULEY _--_ll..,,(o_ ,._
WELLONE

C_ul_/Fab Condos
B39007

(hmqxalInfmmmalkm

^v_le_ty C.o_ ..... p
............ _,.99907S00

SouroeCo_ ........ G

I1:_ _) ...................... 130

Type.........................I

ca._ mmmr (_) ............. 6
T_e ................... e

UnderlheDln_Pnfluenoe0fS_... N

GroundWa_r Sou.:e Infmnatl_

t_bUPumD_

Hollmpmmr.............. ZOO
TyFm.................... 8

O_mr_ (ram) ......... 4o.oo
Test_ (gpm] ........... 32.0o

Avg. DallyF_0d_kxl (TGD).. 7.1Sl
R_u_d C,q_ay ('r',_D).,. 3s._

NS970
Trecllnem _

3/a_ o¢o _51_. C, to

.).. q -l'q q,_

Comments

sh_atu_:

22,_ PageI ors dwllwsre._
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st:oHEC
Bureau of Water

Public Water Syetem Source(Plant Inverrtory Report

Syatam Nittrc ROCK AT JOCASSEE THE

8yehm Nranber, 3N0300

Source ID. 03g166

(A)dd, (M)orrty (R)Neall (D)ahte.

Reeetar.

LaaNe. . . . . . , , , Felnaeyrit3
Source Name. . . . .
RacsMng Phnt. . . . Fairway 013
Rant ID. . . . . . .. . . 839MS

Avelhtlty Coda. . . . P
iateuda. . . .. . . . . , . 34.99527778
Lwlgttude. . . .. , . . . . - 82.78111111

Source Coda, . . . , . . . G

Dapll (lt), ' 353
Type. . . . . . . . 1

Casing Dhmatrr (In) . .... . . II

Under tha Oinsct Inllmnce cfSW7, , N

Horsepower . . . . . . . . . . . . .
Type -. . -- ~ ~ ~ ~ ~ ~ ~ ~ ~ ~

Design chid (gpm). ... ... . .
Teat Yield (gpm). . . .
Aug, Daly Producthn (TGD), .
Reguhtad ~(TQD). . .

S
(-,s ~

rye &

0.00

+~ i 1~4

l'q&r4 N hr clat I (-J ~

Mmch 30, II007
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SCDHEC

Bureau of Water
Public Water System Source/Plant Inventory Report

Name: ROCK AT JOCASSEE THE

sy_,,m,,,,_. _/o3oo
_:KJrce IO: GI:_| I_

......... Fakmy 813

,s.U,_Name..... _ _,lrJ| •
Re_ng_,m.... F_r,oy_3 •

e_eneml lalorm_m

Aml_l_l COda ..... p

LaBudu ............ 34.g95277"_

........... 82.76111111
Sowoe Cede ........ G

"_,°. • 0, .. 0 ,, ,, ., ,,, .......

cu_ Ba_r 0n)............. e
Ca_ngType...................
Under the Din_t Influence olr8VCP,, N

G_Im"d _dc, r Sou_ llakmnmlkm

Wd P'um,c_. ,,e.,_

Tmo.................... S
r)t._ _ (gw.) ......... G_,oo
Test Y'mtd_pm) ........... -I_)_O-

A_j; Deny _ ('rGO).. .,3_,9, _
Regukee_ _ (T_O)... o.oo

TU Codes

• | -- 1[

_r,,.-,_..: _ ,.,.,._

v

March 32, _e4T Page S of s
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serac
Bureau of Rater

Public Walter System Source/Plant Invenhwy Report

Syahern Name; ROCK AT J(X'ASSEE THE

stet(em Number. It70300
Source lD' tt38008

(A)dd, (ttt)attt'y, (R)arum, (D)elate:

Reaecn:
' i

Ptent Name. . . . . . . Tee carr N3
Plant Phane. . .
Ptant Type. .. . . . . tt

Average Pnducttcn (MGO). . . ,

TCtat aAtractty (MGO). . . , . . . . .
Emergency CepecÃy (MGD) .

O.MOO

0,0000

C74&Z ~&0

Maar.h Sl, Witty heasate errrtrlvalc. rrN

_8/04/2009 14" 59

SCDHEC
Bureau of Water

864-241-1092 EVIR QUAL CONTROL

Public Water System Source/Plant Inventory Report
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Name: ROCKAT JOCA,_;EETHE

SyCm Number:,_m'(_O

ID:

PlantName....... Tee B_#13
PlantPhone......

P'_ Ty_ ....... B

Plato Sem_e Ildoenalk_

Avc_-agepro(k_t_ eaGo) ....
Total_ (MGD). ........

_C_x_(MGD) ....

0.0000
O.O000

o,00oo

C7412, D4210

_Ced_

Cenllael_

._itatllm:

Mm_h _o 2o07
Page B of e (Ndm_r_rdf
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Gtouytd Water Systems
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Syshalt ntans: ROCK AT JOCASSEE THE

Syerhanntenber: Let Stesrsy: OSI14l200S thtrvey Oeeto +INDI C9

1. QuanNy. . . . . . . . . . . . . . . S
2. Plication fram Conhnn. . . .
3. SecuNr. . . . . . . , , . . . . . . S
4. VA.etettd Piping. .. . .. .
5. Pumps. . . . . . . . . , ... S
6. Fhttr Mseesser Qttthre S

WATER TREATMENYr

7. Fentthrn'

8. Equgnent lyhwrhtrretce" „..
S. Chemksd Storhtpt S Hand ~

10.Cherttiad Feet', . .. , . . . S
11.Cherakellnjeoianpaints" . S

OISTRetllTIOL

fg WtderChtrrRy . .. , . ... .. , S
13- Operaern IL Contnd. . . , . . . S

p4. Adeiurrts Ptssetrrs. . . . ... S
~Flrsptow, . .., ,

'. .. , . . . , .
ross Connection CareitN.

17 YtrhrslHyrtntnt Malntsneroe P' +
18. Ftushhtg Program. . . . .. . . .
19. Leak Meal end Repair. .
20. System Map. . . . . . .-. . . ,

s. S«aide Swng Phrn. . . . , . . .
2R Disinfectant Residual". . . S

OltERATIOIIAL CCNIITROL:

28. CerNed Operator/ShdIIng', S
2tf. Teeeng Equipment'. .. . . . . . S
30. Mcr4orfnglReoorde. . . . . . s

GENERAL o4 ell

SI.Rrad~. .... .
%. FaCHRr INrrhtlenrstce. ..„,. S
33. Suppleelsprhe Pills hrrr. . . S
34. Wtatte Ohtporsd'. ... . . . . .

KMEROINCY OPHtkTIOR:

& Stwa&y Poser. .
raeraertoy Rsn. . . ... . . ..

~."ttntttght Reeporree Ran . .. N

coustINKR CORRI%NOR RRpclrrtL.

MCCRPIN). . . . . . . .. . . . . .. Jtghl

S. Opendor Grade

A.

C . .
D.
T.

0. Ohrtrerrdtcn Operator Graph

A.

C.
D.

T.
Q.

S. Ssmphrs Taken

Redlobgioet .

F, ~ InepectlonPtfisk. . .

6. Are al sendcee metered'I. .

H. ls eyshtm prseerdly under Oldery .
IfYee, iS eyetem conrptyhtg ~ ie

SYORAQE:

23. Capacity. . . . . . . . . . . .
24, Sanitary Protsotke. . . .
23. Securly. ... . .. . . . . .
26. Appurlerttatces . . . . . .

8
S
S
S
S

C. Ohtt. Cmup{l- V). . .
I. Fceortr up schedtdedy. . .

J. OtrenNRalne . . . . . ,

K. Opeietartowner peesrenty. . .

AppltcrtlNs tsr created'Syetetne ttnty-

Apitilettls fot. part 1 end R eyetafesonlyr.
nrrs Arrrrr serrsscwts ntNtw' s &ms sppwvat trr tss ttstsr strrtstt, ~ en tttrrwst st tttsasst sts stttsttt,

Pele1ors
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SCDHEC

Bureau of Water Public Water System 8anilary Survey Report

Ground Water Systm_

system rmm¢. ROCKATJOCA_;EE THE

Symmmt_. 3sToam L_S.nm_. O_t4r_0oe

PAGE 07/16

P_URCF_

1. Qumt_ ................ S

2. _ fromCo._ .... #+_T--
a. Secu_ ................ S

4. mm.1..........
_Pum_ ................ .S

6. Row _ OeM,km.... S

WATER .TREATMENT:

e. Equm_lm_max_,...S

a _s't_=Hw_.,..,.,;
10. _ F_I* .......... S

ImSTRIBUT'M:M_

t2. W_'<3u#ly ............ s

+3.Opm_&co._ ....... S
...... s

+jm'. ...... .........
Jm-Crom_c,_. .s_+

_7. Va_H_m_ MakWm._ Jk -_

Is Ftush_ Pn_am ......... _+_

19. I.eakDetect_alld Re_Ir. . ,_ _-
_o. Sydam_p ............. S

2+, san_ menQmm ........ s
22, DiJinfeda#£Re_wi* ..... S

STCICqBE:

23. Capa_ ................ s
24, _nhry Pl_lon ....... S
2+. Smm+/................ S

26. A_ .......... s

27. Ma_._ax_ ............ s

OPERATIOffiU.CO_1101.:

2a c___., S
2g. TesUr_Equlpment*........ S

so. Mmtodng/R,eoxas........ s

GSlERm. o& m:

31. P_nt Sem._ ........... s

Fi,c_y Mak_mmme....... S
3a. $UR_r_e Par_ _n_.... S

34. Wmt_ D_ml" .........

_. I_,_U_ Mm_,_....... _.T-.

_ OI_P.AllOI_,

_e. SW_Pc,mr ..........

CcW_ _ RBIZCIZ,I"_

...............

A. Sy_m _ (_- v). .......

B. Openmmrmmmk_

,A .................... ,. •.

(_. .......................

I_.,+., ...................

T. .............. .,--_-o,,

c+ D_. c,rou_(_- V)...........

_o,.o,o,.,o,,o, ...... o,,,,ooo,o

C.

D.

E. F.d_ Tutz

pH..,...oo..,,..,, ...... ..o..o,

P_,oo,,,o,,, ........ +..,,.,,+, .

_, _ Taken

I1111_11_, ......... ..oo,o.o, ....

...... o .... ,,+., ........

R_lok_[ .....................
O1_,,,o, _+,,...

F. TypeInemcUoN_mdl.... GW ROUTINE

G. Amat _rvfce_ mete_? ............ N
Pemenlmetered......

H. rs mm_. prmm_ und_ omer?..... m

If Yew,is sYStemcomplying_ N

I. FolowupschBlul_?. ............. N
D_ _¢luled .....

Opemtor/Ow_rpm_t? .......... y
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C.Earl Honsa;Cossemsioner / i,'. '"i '. t:;,, „,. /I

I I

Aswotisgesd p&ntn'ni q Ac health ofthe per)tie lsd Sesneiros~
; i.),"

April 11, 2007

Stan Brown
WATEREKAD LLC, DBA Rock At Jocassee
171 Sliding Rock Rd.
Pickens, SC 29671

Re: Rock at Jociissee
Potable Water System Sanitary Survey
Pickens County, System 4 3950008

Dear Mr. Brown:

On March 22, 2007 the Qreenville EQC District Of6ce conducted a ssaitmy survey ofWaterlieiid

LLC, DBA Rock at Jocassee public water system. The intent ofa sinntary survey is to evaluate a
system's &biTity to produce and distribute a st drmking water supply Your cooperation during this
inspection was greatly appreciated.

The enclosed sanitary survey ~represents an ofscial notdication ofthe results ofour
evaluation. Persons responsible for operation and maintenaiice of the ground water system should
prtsnptly review this report. It consists ofsystem characteristics and statistical information (page 1);
graund water source information (page 2); and a comprehensive rating page which addresses
cQlerent aspects of system operation, maintenance, and accord keeping. Ratings M under the
)ii ) y: ) dh m(l)l ~ IN~.~)ll U Wl
()) —))))).~ ~ i it N) )'
for all items marked Ior U on page 3 of the report have been discussed below. '

GXÃKRAL XNFQRMATION

Wsterhead LLC DBA Rock at Jocassee is classified ss a "State Water System" or S system. Well 41
is & drilled well 490ft it has no pump and is not being used for supply. It is located nearest the road
beliind the stables. Wen 4Q, is a drilled wem 310 ft, with a 5 hp pump and a design yield of 116gpm
located behind stables below the treatment lmilding. There is 1,500 gal of storage. The well
provides water to 6 residential and 5 non-residential connections with a population of 14.

SOUTH LAROLINA DEPARTMENT OF HEAL TH AND ENVIRONMENTAL COXTROL
Repon R

Serving Cherokee, Gtcenville, Ficlrens, SpartanbutS, and Union Counties
Greenvllle EQCOffiae ~ 301Univetslty Ridge ' Suite 5800 ~ Gteenville„SC29601 ~ Phone(864) 241-1090 ~ wwwscdhecgov

%'
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Start Brown

WA_ LLC, DBA Rock At locassee

171 Sliding Rock ltd.

Pickens, SC 29671

Rock at Jocassee

Potable Water System Sanitary Survey

Pickem County, System # 3950008

Dear Mr. Brown:

On March 22, 2007 the.Greenville EQC District Office conducted a f._aitmy survey of Wat_

LLC, DBA Rock at JOcassee Imbfic water s3_tem. The intent of a sanitary survey is to evaluate a

system's ability to produce and distribute a safe drinking water supply. Your cooperation during tbJs

inspectionwas greatly appreciated.

The enclosed samtary survey report represents an official notification of the results of our

evaluation. Persons _'ble for operation and maintenance of the grotmd water system shotdd
promptlyrwiew thisreport.It consists of_smm zh_r_stics and staL1isticalinformation(page 1),

ground water source information (page 2); and a comprellensive rating page which addresses
different aspects of system operation, maintenance, and record keeping. Ratings fall under the

following three categories: SatiSfactory (S), Inmificient_eeds lmprc_m_nt 0D or Unsa_ry

(IJ) - (page 3). Depsttme_ comments and/or recommendations for apprupriate corrective actions

for all items marked I or U on page 3 of the report have been dismssed below:

GEI_RAL INFORMATION

Waterhead LLC DBA Rock at Joca_ee is da_ifi_d asa "State Water System" or S _ystem. Well #1

is a drilled well 490fi it has no pump and is not being used for mpply. It is located nearest the road

behind the stable& Well #2 is a drilled well 310 i_, with a 5 hp pump and a design yield of 116gpm

located behind stables below the treatment beading There is 1,500 gal of storage. The well

provides water to 6 residential and 5 non-residential connections with a population of 14.

SOUTH CAROLINA DEPARTMENT OF HEALTH AND ENVIRONMENTAL CONTROL

Region 2

Scrving Cherokee, Greenville, Pickem, Sl_rtanbut _ and Union Counties
GreenvilleF._Offlce • _01UnlversityRidgc * SuiteS800 • Greenviile, SC_01 * Phon_(Sfi4)_41-1090 ° www.scdhec.gov
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Page 2 of3
Waterhead LLC, DBA Rock at Jocassee
April 11,2001

FPTDINGS 4 RECONNECT)ACTIONS:

l. SO CTION FRO NTAMNATION —The purpose of this item is to ensure
that ail ground water sources are properly protected from contamination due to surface water
run-off', local ground contamination, andlor contamimuion due. to animals or insects.
Maintaining the proper cltsinL concrete pad, seal and venting at the wellhead can accomplish
this. A 100-foot pollution free radius must be maintained in areas surrounding the well. The
concrete pad should be sufhcient in size to cover the area immediately around the weil and tnust
be &ee of M-depth cracking which would allow the Sow of surface water through the pad into
the soil surrounding the well casing. The sanitary seal should be in good shape and ihould not
have any gaps (including areas where the wiring to dec submersible pump passes through the
seal). During the sanitary survey on 3/22/07, the department noted on Well 82 a gap in the
sanitary seal around the vent that needs to be caulked. This item was rated as needing
improvement.

KLL '
G —Th p W U

'

i I k h d Pip'W i

configured in such a way as to minimze the potential for contamination of the source while also
providing the proper testing and control ofthe well. During the survey on 03122l0'7 it was noted
the check valves„on Weil 81 need to be checked to see if it is functioning properly. This item
was rated as needing improvement,

3. V ACE —The purpose of this item is to ensLNe that a system's valves are being
maintained such that they may be located and operated as needed. All major valves on a water
system must be operated a mining ofonce a year. When a deficient valve is noted, it should
be repaired or replaced. A written valve maintenance program must be developed far this
system. A, guidance document will be provided to maintain this infbrmation. This item was
rated as needing improvement,

4 FLUSHING PROGRAM —The purpose oF this item is to ensure that the system's routine
Rushing program is adequate to help prevent customer complaints and water quality problems
associated with stagrtant, discolored, and sediment-laden water. A guidance document will be
provided to maintain this information. This item was rated as needing irnpmvcment.

ON CONTROL —The purpose of this item is to ensure that the water
system has a program in place to identify and elhmnate cross~ections between public water
system and possible sources of contamination. A guidance docurrtertt wiH be provided to
maintam this information, This item was rated as needing improvement.

6. LE DETBCTIO —The purpose of thih item is to ensure that the water
system is actively searching for water line leaks and using sanitary practices to repair those leaks,
Water audit, visual inspection and audible inspections can be used for leak detection. Leak
repair procedures must be fully documented. A guidance documerrt will be provided to mahxtain
this information This item was rated as needing improvemen.

08/84/2889 15:84 864-241-1892 EVIR QUAL CONTROL PAGE 15/16
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Waterhead LLC, DBA Rock at locassee

April 11, 2007

]¢IYl)iNGS & RECO_NI)ATIONS:

. SO_UKQE_PR_CTION FRO_M_CONTAMINATIO, I_- The purpose of this item is to ensure
that all ground water sources are properly protected from contamination due to surface water

run-ot_ local ground contamination, and/or comaminmion due. to animals or insects.

Maintaining the proper oasing concrete pad, seal and venting at the wellhead can accomplish

this. A 100-foot pollution free radius must be maintained in areas surrounding the well. The
concrete pad should be sufficient in size to cover the area immediately around the well and must

be free of full-depth cracking which would allow the flow of surface water'through the pad into

the soil surrounding the well casing. The sanitary seal should be in good shape and should not

have any gaps (including areas where the wiring to the submer=_ole pump passes through the

seal). During the sanitary survey on 3/22/07, the department noted on Well #t'2 a gap in the
sanitary seal around the vent that needs to be caulked. This item was rated as needing
improvement.

° _W£LL__HF_kDPWING - The purpose of this item b to ensure that the wellhead piping is
configured in such a way as to minimize the potential for contamination of the sourc_ while also

providing the proper testing and control of the well. During the survey on 03/22/07 it was noted

the cheok valves, on Wall #1 need to be checked to see if it is fimctioning properly. This item
was rated as needing improvement.

. _VALVE _MADCFENACE- The purpose of this item is to ensure that a system's valves are being

maintained such that they may be located and operated as needed. All major valves on a water

system must be operated a minimum of once a year. When a deficient valve is noted, it should

be repaired _ replaced. A writt_ valve maintenance program must be developed for this
system. A gmdance dooumeat will b¢ provided to maintain this information. This item was

rated as needing improvement.

. FLUSI-HNG PROGRAM - The purpose of this item is to ensure that the system's routine

Fhsbing program is adequate to help prevei_t customer complaints and water quality problems
associated with stagnant, discolored, and sediment-ladea water. A guidance doomwmt will be

provided to maintain this information. Tiffs item was rated as needing irapmvement.

.CROS_ CO_-NE_'TION CONTROl, - The purpose of this item is to ensure that the water

system has a program in place to identify and eliminate cross-connectiom between public water
system and possa_le sources of contamination. A guidance docmnent will be providod to

maintain this information. This item was rated as needing improvement.

. LEAK. DE_'F.E.C.TIO__N_AISDJ_,K]_&IR- The purpose of_ item is to ensure that the water

system is actively searching for water line leaks and using sanitary practices to repair those leaks,
Water audit, vimud inspection and audible inspections can be used for leak detection. Leak

repair procedures must be fully documented. A guidance document will be provided to maintain
this information. This item was rated as needing improvement.
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Page 3 of3
Waterhead LLC, DBA Rock at Jocassee
April 11, 2007

d} Valve and hydrant maintenance procedures

e) Distribution system Bushing

1) Disinfect ion requirements for the repair ofwells, tanks, and water lees

g) Cross-connection control program

h) Leak detection and repair program

i) Safety procedures

j) Detailed instnxctions on starting and stopping any troLtment plant

All of the aforementiceed items are required by state law and should be incorporated jnto a written

Standard Operating Procedures Manual for %aterhead LLC, DBA Rock at Jocassee. This item was

rated as needmg 10lpfovcment.

At the time of inspection David Harris, Distribution Operator and Owen Taylor —Gmenvile EQC
were present. Detailed record keeping should be a priority for system owners in order to satisty

existing regulations. .R is recommended that the forms given be utTiized and maintained. The overall

rations
Q.orn the Samtary Survey conducted on 3/22//07 is SATISPACTORY; thus a written

response is not necessary. Should you have any Mt' questions or comments relpuxhng this

matter, please do not hesitate to contact me at (S64) 24)-1090.

Sincerely,

Environmental Health Manager
&eerrviHe EQC District

GT/gt
Endo sure

08/04/2009 14:59 864-241-10_2 EVIR QUAL CONTROL PAGE 13/16

Page 3 of 3

Waterhead LLC, DBA Rock at Jocassee

April 11, 2O07

d). Valve and hydmm maintemnce procedures

e) Distribution system flushing
f) Disinfect ion requirements for the repair of wells, tank& and water lines

g) Cross-conneotion control program

h) Leak detection and repair program

i) Safety procedures

j) Detailed insmaaions on starting and stopping any treatment plant
All of the aforementioned items are required by state law and should be inc_rporatedinto a written

Standard Operating Procedures Manual for Waterhead LLC, DBA Rock at Jocassee. This item was

rated as needing improvement.

.___ _m m--.

At the time of inspection David _s, Distribution Operator and Gwen Taylor - Greenville EQC

were preset. Detailed r6c.ord keeping should be a priority for system owners in order to satisfy

existing regulations..It is rerxamnended that the forms given be ufflized and maintained. The overall

rating f_om t,qe Sanitary Survey conducted on 3/22//07 is SATISFACTORY; thus a written

response is not necessaiy. Should you have any further questions or comments regarding this

matter, please do not hesitate to contact me at (864) 241-I090.

Sincerely,

Gwen Taylor

Environmental Health Manager

C_eenville EQC District

GT/gt
Enclosure
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8CDHEC
Bureau of Nater Ptlbilc Water System Sanitary Subway Report

Ground water Syalems

System norw: WATERHEAD ILC DBA

Syebamnlfmber: zSNN8 Surawy lWsg /~ 0 +

SOURCE:

1, Quarfiy. .
g, P~ Item Cofllsm. . . .

4. Wsaswd Rphg
5. Pumps. . . . . . , .
S Raw eiheatatref Dsvfaa. . . .

WATER TREATNIENTI

7. R~
8. Equipmsnt Mlkfhnancs'. . .
9. Chesead Stcaaga 8 Hand. .

10. ClwnkaIFsad .. . , .
11, Chamsad bfjscgan Pcinh'. . .

S
S
S
S

U

olsTRIBlrfIDNI

12 Weler Quaay. .. . . . , . . . . S
13 Opsraean ft Ccnbal. . . . . , .
14. Adequate ~.. . . . . . S
15. Fire Flaw, ... . . . , . . . . . /I/

1S, Cress Ccnncadhn Ccnbai. . .S ~
1y. VafMs/Hydrant Mehhnancs

18. Fkishlng Pfegfefn. . . . . . . . .
1g. I/aftft Dstachcn end Raper. .
20. System I/fep. . . . . . . . . . . . , S
21 Sempheieng Pfen. . . , . .
22. Dfslnfeohnt Residual'. . . . . N

OPERATlOMAL COMTROI

28. Csrtlfhcf Opantter/Shing'.

29. Tssgng Equipmsnt. . . . . . ..
SD Nonicrfng/Records. .... . ~ .~

OEyRISL Oa IIt

81. Phut Securely" . . .. , . .. .S
32. Fhaaty Maeewasfos

83. Suppgss/Spa% Parts Ilw. . .5
s4. whee Dhpaser. ... . .. . &
SS. Plocafdufea NhnueL, .. ..~

EMERGENCY OPEWLTIOhh

m SbtncFby power. . .. . . ...
SF. Emcafplncy Plan. .
38. Drought Response Ran . . . N

COIIÃasfi%% COIN'IDIMCE REPORTS;

3e. CCR (T/M) . . . . . . . . .. ; . . N

A. Syshe Orts Ii- V). . .

B. Opens Cfech

A,

e.
C,

D.

D. Dlstrlbueon Operator Qcsch

A,

G. .
0.

G

E Fhkf Tests

Chhrfne. .
pH.

pel .

G. Anl ai services nwtefeclV. . .
psrcsatt mehrad. .

N

H. h system feesanlfy under cachrV

If Yss, ls system ccallpiylng w/arden N

F, Type Inepecihn/Visit. ... GW ROUTINE

STORAGE:

23-~
24. Sefilhsy Pleteotfon. . . .
28, Seclalty. . . . . . .. . . , ,

28. Appurtenances. . . . . . .
2T. Whlntanenoe. . . , . . . . .

S
S
S
S
S

C, Dist Croup(I- V),
I. FoNasr up sshedulecP. . .

g. Overee Rating. . . . . . ... , , .
K. Opsrshr/Owner presents.

N

"Applicable for bested eyabeme only.
Applhabfs for pert 1 and 2 Systems only.

IINs hsvs apaewrle nalsw s anal sppnwsl er Ihe macaw ayIssa, sw wl apyrevQ sl ofsssw tbr epewc

chrenevgw, reft

08/04/2009 14:59

SCDHEC
Bureau of Water

864-241-1092 EVIR QUAL CONTROL

Public Watm' System Sanitary Survey Report
Ground Water Systems

_/_m nxmrm: WATERHEAD LLC DBA

Sy,jmmnmmmr: 3s_O_e

PAGE 14/16

SOURCE:

I. Quan'dty................ s
2, Pro_ectlonfrom Go_m .... ,S

_. s_u_/ ................ S
4, Wemm_lPWng.......... $
_. Pump6................. s
6. Flow Memurk_ Oevk_.., U

WATER TREAIML=NT:

7. Fqnxa_iort...............
9, Equ_n_t Melmma¢_...
9. Ct_,k_ S_ra_ & H_d.'.

1o.c_rn_ Fe_ ......... ..

DWTRBUrlION:

12 w_Q._ ............ s
_3. or_-_J_ &cor_ ....... s
14, Adk_uote Pmlure ....... $
15, Fire Flow............... /Vt

17, VaM_tydrsrit Mak/Iwnance __.

lo. Le_ O_on endRep_.. ,_ _
20. Sy'_temMap............. S

_2.r_nre_a_ R_.Uuar..... h/

STORAKYE:

23._ ................ s
24. Sa_l_ Pt_CecBxt....... $

2_,Seeurr_................ S

26. A_ .......... S

27. Maintenance............ S

OpB_llONAL COmROL:

28. _ opa_or/Slaffln9*.

_o_MO_L,,eo_ ........ --'

GEY_R_. O& M:

33. __i_..._O _

...... ..25.

COI_.LmSR¢OMFUa_E RB'oR'rs:
3o. CCR (YIN) ............ ;.. N

A, Syz_ G_ O- V)........

..... ,,,,,.,,---.,o.,'''_i. _

B ........................

_,._,.o°,oo,,. ......... ..
d

3"..- .............. ,.,,o.,

c, otc Gr_ (I . v) ...........

D. Dlslflbutk_ OW,mI1:,rGrade

A, .............. - ..............

C,,,o--,o,., .... ,.-,,-,.,.,,,-"

F_ Find Tests

Chlorfrz_ ........................

H,, ,o ............... - .........

S. 8zmides Talmn

Type I_mit .... _ ROUTINE

Are al _!_¢es metere¢l?............G.

If Y',_, Is sy_em _ wl0rdL_ N

I. Follow up sdheduled?.............. N
Date ¢Chedluled.....

j, Over-_ RaUng.................... S

K. OperalorlOWl_pmmmt? .......... Y

"Appa_ for_ sy_mmonty.
"_pacaz_ rorp_t _amJ= _ o_l.
_n_ yorm_ _ mammd_ _dmt _ _mrm mXxm_lInol_rmollx,syatm.
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SCDHEC
Bureau of Water

Public Water System Scere@PIarrt Inventory Report

System Name: WATERHEAD LLC DBA

System Number. 3QM008

Sotaue ID: G39144

(A)dd, (M)edify, (R (D)etstsr,

Reason. 0

Location. . . , . . . . . NKAREsT RoAD &-h v4 S~Q)4r r
Souroe Name. - - . - WELL N
Reoehlng Plant. . . . TREATMENT PLANT

Plant ID. . . . . . . . . . 838006

Avelabiiy Code. . . P
Latitude. . . . . , . . . . 34.99680440
Lottgitude, , . . ... , . . - 82.78431790
3ouroe Code. . . . . . . G

Depth (lt) 4g0

Type 1

casing Diameter (tn). . . . . . . . . . . . 0
Csetng Type. . . . . . . . , . . . . , . . . . . G
Under the ptreot Inltuenoe of SW7 . . N

Hcsse~nrwer. .. , . . . . ,

Design Ylekt (gpm) . .
Test Ylekl (gpm). . . . . . . . , . .
Ayg. pally Produotsst {TGD) . .
Regulated Capacity (TGD). . .

S

0,00
0.00

111.36

Marsh 33.3ttt7 Page 1 of 3

08/04/2009 14:59

SCDHEC

Bureau of Water

864-241-1092 EVIR QUAL CONTROL

Public Water Sys_m Source/Plant Inventory Report

PAGE

_)_mm Name: WATERHF-AD ULC DBA

Numbe_,

Source ID: (339144

15/16

So.roe N_m_ .....

Plant IO ..........

Glmm¢ Inkxmalk_

NEAREST ROAD •_;R-_I _ ,.._J,-%.blC¢(m Av_bl_l_Ca_km ..... P
WELL #1 LatlbJde............ 34.gg680440

TREATMENT PLANT _ ............... _.-_8.2.7843.17g0
B3S006 So,,x_ C0de ........ G

Dm'_(ft)...................... ,Bo
Type ......................... 1

c-,a_g01eme_0n)............. a
_Type ................... G
Under the I_mct Influerce of SW?.. N

Qrmm(I Wamr ,T,cmrcm Ii_onna_

Type .................... S

D_ Y_d (_m) _Z.O0
T_'Yie_ [.gpm) ........... 0.00

Avg. _/_ <'rQo).. o.oo
Regulated Capactty ('TGD)... 111.36

N_0

Tmmrmm_ Codes

Ma_eh 22, 2007 Page I of 3 dwk,wmr_ro'f
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SCOHFC
Bureau of Water

PubIlc Water System SourcelPlant Inventory Report

System Name; WATERHEAD LLC DBA

System Numbet". 3950008

Soume ID. MBNN

(A)dd, gWJegy. {It)anum, (D)elate:

8sssus. r
Tmtay's Date:

Average Pmdldlun (MGD). . . .
Tohl csPsolty (MGD). . . ,

Emstyenoy Capsutty (hlQD). . .

0.0000
0.0000

0 0000

March R2, 200'

08/04/2009 14:59 864-241-1092 EVIR QUAL CONTROL PAGE 16/16

SCDHEC
Bureauof Water

Public Water System Source/Plant Inventory Report

Sydmn Name: WATERHEAD U,,C OBA

Sy¢_ Number:, 39r_006

Source IO: B39(R]6

I_lmO ....... TRF,,ATMENT PLANT

phone ......

Plant Type ....... 8

__ Addmt_'s

Plaet SoIm_ _

A_ _ OaoD)....
ToWcarmc_(MGD).........

_(MOD)...,

0.0000

0,0000

0.0000

/JOoo

T_

March 22, 21XI7 Page $ of $ dwlltwsm.fdf
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S|:OHEe
Boroaii of Water

Public Water Syetem SourceiPlant Inventory Report

Syeterlt Nam» WAvERH&D LLc DSA

System Number. 395tm06

Source ID; 939145

(A)dd, (M)arwy (R (O)elate'

t.aaattan. . . . , . . . . WE~& ~&~&L
Source Name

Recatrtng Plant . TREATtt&tFNT PLANT

Plant lO . . . . . . . . 839006

~~ Igtrmrat)arr

ingle& 4,4 ~ Ol(l~ A~Cade. . . . . p

ug '& 34.99662420
Longitude. . . . . . . -62.76419270
Source Cade . . . G

Crrarnd ltgaiar gaaaae )nyarrrattion

Oapttt (tt) . 310
Type,
Casing~(in) .. . . . . .. , ... 6
Caatng 'type. . . . . . . . . . . . , . . . , G
Under the Direct Inliuence ar SW7 . . N

Haraaptwrer. . . . .. , . . . , . . . 5,00
Type. ... .. . . . . . . . . . . . . . S
Daatgn ~ (gian). . . . . . . . .
Teat Ytetd (gpm). . . . , . . . . . . Q,QQ

Arg. Daily Production (TCD) . . 0.00
Regulated apacttl& (TGD). . . 111,36

NQSTO

March 22& 2007 Page 2 at 3

08/04/2gB9 15:g4 864-241-1092 EVIR QUAL CONTROL

SCDHEC

Bureau_Water
Public Water System Source/Plant Inventory Report

Name: WATERHEADLLCDBA

SystemNumbs. 3gStXX_

_urcelD; G391,16

PAGE 02/16

c_,_ ......... _ _._,.,,L. _S_bl_
.s_,_ ..... _ _lt __
R_:ePAngPlant.... TREATMENTPLANT
F_nt ID .......... B39006

GId_ A_Co_ ..... p
La_tu_ ............ 34.g_82420
[_Oeudo ........... 8__7641W270
_ur¢_ Cede ........ G

oepm(e) ...................... 31o
Type......................... 1

ca_hg'r_ ................ ,,, G
Underlhe Db'L,et Inlluen_e_' $'W?.. N

.............. s,oo
Type.................... S

Oe_m Y'mU(g_n) ......... 11es,oo
Te_tYl_ (gpm)........... o,oo
Av_.O_yPr_uc_on(TOO).. o.oo
R_ulaled Capacly('rGD)... 111,36

NggTO
TmM__

March22, _007 _ 2 of $ dwirwsrc.Kif



8S/84/2889 15:84 S64-241-1892 EVIR QUAL CONTROL PAGE 83/16

'8COHEC
Bureau of Water Public Water System Sanitary Survey Report

Glound Water 8ytAetns

ttysbam rreme WATERHEAD LLC D8A

lasl Srrr|retr: Crit 4260B

1.Need ~at eel heed - Per Enrtrrcsrrrent (Crrle)

W ~ Wg9. ( Q ~rr le~m~e~r~ rt r a L"»

v4i ~ ra~
/pH

~aM ~a's
4d 4M rry~Qp rtrrr 4- CAf ~ r '

™CYP~p ~+ r ~ ~ /~C 4rg
t/4 mr„re 4~&~ (

DHEC Rrrpreeenhslhrrr

a~/

March I2, 20er Pele 1oil

08/04/2009 15:04 864-241-1892 EVIR QUAL CONTROL PAGE 03/16

SCDHEC
BureauMWater Public Water SyStem Sanltaff 8uP_ey Report

Ground Water Systems

System name: WATF..RHF..ADLLCDBA

Syst_ nwnber:. 395(x)oe
Last Survey: 0_!4/2006

Tile

March22,2007 Page2 of 2 dwsnsvffwJdf



88/84/2889 15:84 864-241-1892 EVIR QUAL CONTROL PAGE 84/16

SCDHEC

Bureau af 1Nater

Wbllc Water System Inventory Report Form

System Name: WATERHEAO U C DBA

Syatein Number. 395000S

Fax Number: (lt64)87842M

(A)dd, yl)odiyy, (R)enum, (D)cade:

R~; ~l
STAN BROWN

WATERHEAD ILC OBA

PAYID HARRIS

ROCK AT JOCASSEE

Address (I Ilrerant):

PICKENS, SC 20871

Tehiphone: (M4)270-'l431

PICKENS, SC 29671

Emergency Tehphcne: (SS4~172
Contact TetePhone: (l3S4)NB4087

Syaaelri &twsacrefletloa

System Type. . . .

Owner Type. . . . . PRIV

Inset Code, .. . . . . . . .
Inset Oate (molyl), .
Begbi Data (motyr). . . 01lt tlrl

Senrke Arse, , .
Counbes Serviiit'

39

R1 season on (morday). . . ... 01/01

Season Off (rnorday), . . .

Source tfae Infortttatton;

Percent Surface Wider. . . . . . . . .
Percent Ground Water. . . . . . . . . . .
Percent Purchased Surface Water. . .
Percent Purchased Gmund Water. . .

0
0

~~Toad. ..~)f
S

0

Tcaal moat equal tao%
Proluctlon (INCUS:

Number of Surface Water Sources. . .
Number of Gnund Water Sources.

Purchased Sulace Water Sources. . . .
Number oF Permanent sw souicea . .
Number of Emergency SW Sauces. . .
Number of Permanent GW Souroaa ..
Number af Emergency GW Sources. ..

0

0
2
0

Maxlneim Day. . .

Capactly:

Total, . . . . .

Emergency. . .

Storage".

Elerated (MG). . .

Gnaaid (MG). . . .
Pnisaure (TG). . .

0.0000

0

0

0.0000

Sylph ura.

triarch aa. Joey

Q8/04/2099 15:04 864-241-1892 EVIR QUAL CONTROL PAGE 04/16

SCDHEC

Bureau of Water

Public Water System Inventory Report Form

Syslk_ Name: WATERHEAD LLC DelA

Nund_; 3950006

Fax Numl_, (M4)878-0201

(A)dd,(M)o_, (R)_um.p)),J,eb:_ _1

MaIng Addicts:

gTAN BROWN

WATERHEAD LLC DBA

PICKIENS, SC 29671

T_one: _s4)2_I_1

G_grapr,kal_,ord_ kktrmm0tdlllmmt):

DAVID HARRIS

ROCK AT JOCASSEE

PICKENS, SC 29671

E_ T/lell_one: (864)878-6172

,,L

sys_ T_ .... S

SuU_ ........

Ova_r Type ..... PRIV

s__

InactCodL ......... ._ Area.... R1

• .

S_so. on (m,_l_ ......
S_on O_ (too/day).....

---._ _, . .. _ ,,

01/0t

12/31

Sou_ use Information'.

P_SmfaoeWa_ ............. 0

Percent Ground Wa'_r ............. 100

Perc¢_ Pul_ised Surfa_ Walm... 0

P_L'nt Purr.hae_ Ground Water .... 0

Total must eqlM1100%

Number ot Sulfa_ Wal_ Sour_s... 0

Number of Ol_lnd Wa_r Sources.... 2

P_ _ Water Sources.... 0

Number of Permanent_W _., 0

Number of En_gengy SW ,,_u'_eS.., 0

Number of _ GW Sou¢_ .. 2

Number or E_cy GW Source.,. 0

SL'rVlC_ _:

P,opul,_m',................

Seconde_ryPopu_on....... 0

_ Ii_OmmllOn

Number _' Ser,,dee

Re_bntlal ............

Non RBMkmtlal.........

Mmlmum Allowable.....

P_ ..............

p,_x_crion(Mr,o}=

Avm_ .............. 0.0000

Maximum Day.......... 0

T_al ................. 0

............ O.OOOO

_omge:

E_ed (Me).......... 0.00o

_'_r_ (Mo)........... o.ooo
('rG).......... 1.soo

.i T,:,_....,_r' I|

49

O

CammeMs

March 22. 2007 Pa_ I of I I/whtvenLrdF
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Page 2 of 3
V4terhead LLC, DBA Rock at Jocassee
April 11,2007

FIWMNGS 4 RECOlUIMi2DDATIONS.

l, W ASUMNG DEVICE —The purpose ofthis item is to ensure that each public water
supply weH is equipped with an acceptable means ofmeasuring flow. Each water system needs
to ately account for aH water that is produced Sere each water source. The meter on
WeHK is broken and needs to be replaced. This iten was rated as unsatislactory

2 U VB —The purpose of this iteiii is to ensure that a systenr's valves are being
maintained such that they may be located and operated as needed. All major valves on a water
system must be operrrtrd a mirrimurn ofonce a year. When a de6cient valve is noted, it should
be repaired or replaced. A written valve maurterrance program must be developed for this
system. A guidance document will be provided to rrutintain this information. This item was
rated as needing improvement.

USHING PROGIVM —The purpose ofthis item is to ensure that the system's routine
Flushing program is adequate to help prevent customer complaints and water quality problems.
associated with stagnrurt discolored, and sediment-laden water. A guidance docrrment will be
provided to maintail this information. This item was rated as needing irjaprovement.

0 C OL —The purpose of this item is to ensure that the water
system has a prryrarn in place to identify and eliminate cross-connections between public water
system and poslble sorrrces ofcontamination. A guidance document will be provided to
maintain this information. This iten was rated as needi~ improvement.

D 0 —The purlxee of this item is to ensure that the water
system is acthndy sarrching for water hne leaks and using sanitary practices to repair those leaks.
Water audit, visual inspection and audible inspections can be used for leak detection. Leak
repair procedures must be SrHy documented. A guidance document wiH be provided to maintain
this information. This item was rated as needing improvement.

6. FACILITY MAINIKN -The purpose of this iten is to evaluate the overall facility
maintenance practices of the water system including aH treatment facilities, storage and
treatmeat buildings, and the grounds arormd the faaTities During the ~on 3]22/07 it was
noted some housekeeping is needed in the pump house of%ell 02. Et is also noted that the pump
house has an ant problem. This itera was rated as needing improvement.

7, PROCEDURES AI. —The purpose of this item is to erma that a water system maintains
written procedures for the operation and maintenance of its system. SoaA Gore~ Prieery
Drinking 8'ater Regu1atien, Section R,6i-5L78 (2) states "Each system shaH have and maintain
up-to-date written Standard Operating Procedures for the operation and maintenance of its
system. These procertures shall include but not limited to;
a} Preverrtative maintenarMm schedules on equipment
b) Reporting and public notification requirements
c) Sample siting plans

08/04/2009 15:04 864-241-1092 EVIR QUAL CONTROL PAGE 05/16

Page 2 of 3

Waterhead LLC, DBA Rock at ffo_

April 11, 2007

FINDINGS & RECOMMENDATIONS:

I,

.

.

.

.

6.

I_D_W.. MEASURING DE,VICE - The purpose ofthis item is to ensure that each public water

supply well is equipped with an acceptable means of measuring flow. Each water system needs

to ac_amely account for all water that is produced from each water source. The mete, on

Well#2 is broken and needs to be replaced. This item was rated as unsatisfactory_

,

VALVE MA_A_E : Tim purpose of this it6t/i is to ensure that a system's valves are being

maintained such that they may be located and operated as needed. All major valves on a water

system nmst be operated a minimum of once a year. Whea a deficient valve is noted, it should

be repaired or replaced. A writtea valve maintenance program must be developed for this
system. A guidance document will be provided to maimain this information. This item was
rated as needing impruvement.

I_.USHING PROGRAM - The puqpose of this item is to ensure that tim ss_te m's routine

Flushing program is adequate to help prevent customer oomplaints and water _ _oblems

assooiated with _ discolored, and sediment-laden water. A guidance dooument will be

provided to maintaitt this information. This item was rated as needing improvement.

CRO_%S_CA)_O_N C_ONT_QL- The pmlmse of this item is to ensure that the water

system has a program in place to identify and etimitme cross-connections between public water

system and possible sources ofcontam]rmfion. A guidance document will be provided to

maintain this information. This item was rated as needing improvement.

DE_I_O_N AHD_R_AIR - The pmlm_ of this item is to _asur¢ that the water

systetn is actively seaters for water line leaks and using sanitaw praOiee, to repak those leaks.

Water audit, visual inspection and audfole inspections can be used for leak detection. Leak

repair procedurea must be fully dozuan¢_¢_l. K guidance document will be provided to maintain

this information. This item was rated as needing improvement.

FACILITY MAINTE___ ANtE -The purpose of this item is to evaluate the overall faoility
maintemnoe Ina_oes of the water system including all treatment facilities, storage and

treatttletR buildings, and the grounds around the facilities_ During the tgn'vcy on _/'22/07 it was

noted some hou.__ is needed in the pump house of Well #2. It is also noted that the pump
house has an ant problem. This item was rated as needing improvement.

PROCEDURES MANUAL_- The pmtmse oft.Ms item is to ensure that a water system maintains

written procedures for the operation and maimenance of its system. South Cam//z_ Pr/mary

Drinking Water Regulation, Seotion IL61-,f_.7B (2) states "Each system shall have and maintaha

up-to-date written Standard Operating Procedures for the operation and maintenmace of its
system. These procedtam shall itw,lude but not limited to:

a) Preventative maintenance schedules on equipment
b) Reporting and public notification requbements

c) Sample siting plans
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Plort View
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Diagram 2: Submersible Pump Well Heod Diogrom

Plon View

1 7 12

6

10 11 J

u i ii

2 .jr Not To Scale

Profile View



EVIR QUAL CONTROL88/84/2889 15:84 864-241-1892

SCDHEC
Bureau of lNat»r

Sle nrane: CAtjLEY PALLS W/S

Syeewn nunrber. Zg000a

Public NMN' System Saitlhary SIIryey RePOrt
GPWII4 Niter SyatenS

PAGE 87/16

~l rgl~~a

DISTRIBLrllON. '

alar Quality, , , . . . . . . . . S
~opsretkrn 6 Control. . .. . . . S
4k.-Adrrquate Pleasure, , . . . . S
15.Fire Flaw, . . . . . . . . . . . . , . N

16.Cross Connection Control. , S
3.7. VehreIHydrarrt Maintenance

'ttk+tushIng prclpam. . . . . . . , S
ak Dstectkrn and Repair. , S

60. 8@Am Map. . . . . . . . . . . . . S
~, Samphr Sing Plan, . . . . . , . S

rI2". Ohdnr ct nt Rerrkiuar

PY$enNary Protrrctkrn. . . .

yrJtppurtane~. . . . . . .

S
S
S
S
S

SOURCE:

rrt. auanly. . . , , . . . . . . . . . . S
g; Prctec6cn horn Contam. . . . S
4. Securay. . . . . . . . . . . . . . . . S

Iyread Piplrrg . . . . . , . .. lp U,

~pumps. . . . . . . . . . . . . . . . .

P+bw Measurinq Device. . . .

WATER 1REATINENT:

7. Fiaratkrn"

e. Eq~ Maeurrw~*. . .
a. Chemical Skuege IL Hand. .

10.Chemical Feed . . . . . . . . . .

11, Chemical Injactkrn Polite . .

OI%RATIDNAL CONTROLS

QS. Crrtaled Open'toriStsfIeg . N

ttp. Tootle Equipment. . . . . . . . N

pK' McntcotnnglReCOrdS. . . . . . . . S

GENERAL 0 S II'

~ plantSecunty . . . . . . . . , . N+ FacEty Makrtenanae, . . . . . S
. SupplieeISpare Parts Inv . . . S

sate Qapoaar. . . . . . . . N

.Procadurea ManuaL. . . . . . S

~ Stand4oy Power. . . . . . . . . . N

py. Emeriprncy phot. . . . . . . . . . S

66. CCR tY/N), . . . . . . . . . . . , N

A. System Group (I - V). . .

C. .
0,
T.

C. ohrL Group ti-vj. .

O. 0 strlbubon Operator Grads

B.

C.

D.

T.

e.
E. Flekl Tests

pH

pet .

S. Samphrs Taken

Inorganic, , . . . . .

RadiolotticaL

F. Type Inapeatkrn/Vlslt. . . .

G, Are all sunrise metered.

Is~presently under orderV. . . . . N

lf Yea, la system complying wlbnhssV N

I. FcNcer up rrcheduleff. . . . . .
Oahr rue~led. . . . . h'rt'&/Pp

+~RRRRII RNn0. . . . . . . . . . . . . . . . . . . Jl X
4 Op.~der~. . . . . . . . . .

"AppllcaNe Itrr treated ayshrrne only.
AppSoaSe for part 1 rrnd 2 ayatanrre only.

nba Sana speesaka nRRlrrrRr ~ rrRu RupeRRRal &eR weNsr RrRrrsRR, act Irr RrRRRRRI W orrerRIR Sls aralu.

April 16, 20N

08/04/2009 15:84 884-241-1892

SCDHEC
Bureeu_Wa_r

Shneme: _F_W_

symm mm_n

EVlR QUAL CONTROL

Public _ SyatOnl hnllary Survey Report
Ground Water System

PAGE 87/16

SOURCE:

._"Q.,,_y ................ s
2: Prote,ct_ fromContain.... $

'_w Mo_udn;l Device S

WATER TREATMISNT:
7. Fi_* ...............

e. r=qummentMak_m,_*...
9. ChemicalStomp & Hand.'.

10.C_,mk:arFeed* ..........

11,CJwnicalInjedinnPolI_'..

DISTRiBUTiON:

,_. Opera_n & Cont_ ....... S

t,,4,:'.,_'eqmm Pmssum....... S

,is. Rm Row............... N

l s_c,_ ConnecUonCor4mt. s
37. Yaks/HydrantMalntenance ,S

_,k _ecUon,_ _r.. s
_. SymrnM_ ............. S

-21";_mple SItlnOPkm........S
•'_X.'_nt Roslduar.....

n_ P_e_ ....... S

tH__ .......... S

OPERAllOI_. CONTROL:

_. TesUngEquipment"........ N
_: uo..odn_e_om ........s

GENERAL0 & M;

,._. Pk,ntsec_ ........... N

_ Fec_y MJ1_nlmce S

"_)4./JN ......... N
_, lamc_luruMwlu_... .... S

EMERGENCY OPERATION:

._ s,,,_ n_,er.......... N
)t,7. Ema_ncy Plan..........S

_: Dm_ht Rmponu F_n" , . , Y

COI_MER _ REPORTS:

39, CCR (Y/N)............... N

A, Sy.tem Group(I. v) ........

n oper_orOrade
A....,, .... .,...., ..... ,.

T ....... . ...... . .........

O. O_n O_rahxGrade

B, ...... ,.,,, ...... ,.,.... ..... 1

C ................ ,,,,;,., ......

D....... .................... ... 1

T ............................ ,.

G ............... ,, ........ o ....

E. FieldTm

ChlOdnm.........................

S, ,,_1_ Takan

Or_nl_ ........................

I_diolooieaC.....................

F. Type In_iooN'_ .... _INROUTINE

G, ,q'oallSmmet'_ ............ Jii _'
Pocl_ _ .....

H. I_ _ pmsenllyundororde¢?..... N

IfYes, i_ _ complying_deCt N

.fI. FolI0Wup _::hed_led?.

....................
Omml_tOw_r rx.m'_?.......... Y

*_k_e for gml_ syml only.
**App411cM)klfor pit I and 2 sylMl_ only.

1111i f_mm uq_ mdllkw i flnll alppWlmll ef gsm wllf- w_ Im_ Ills 4pt_ t_ qN¢lll gSil, iym4m_

April_S,_ P,,ge_ o_: dm.n_f
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SCDHEG
Bureau of Water

Public Water Syetwn SourceIPIant Inventary Report

Site Name: QAULEY FALLS wrS

System Number. 3tt50004

Scutoa ID; 939105

Lccatton. . . . . . . . On Hwy 178.
Source Name. . . , , WELL ONE

Recaivtno Plant. . . . NONE

Plant lD. . . . . . . . . HONE

Oenaral Inttonnatlon

Awklabtttty Coda. . . . . P

Lonottuda. . . . . . . . . , - It.780tt8280

dtrtnmd tttrater SOuree INlormatttm

Depth+). . . . . . . . . , . . . , . 1M
1

Casing Dtameler gn). . . . . . . . . . . . . 8
Casing Type. . . . . , . . . . , , . . . . 6
Under ttta Direct Inlhanoe cf SWV, . H

Hcreetwrwer. . . . . . . . . . . , . . &0,00
S

Daatyn Yttdd ~).„, . . . .
Test Yield ~).. . . . . . . . . , 3t.gO

Aug, UaNy Produotton (TQD) . . 82Q
Regulated ~pGD), 33.04

08/04/2009 15:04 864-241-1_92 EVIR QUAL CONTROL PAGE 08/16

SCDHEC Public Warm' SyMmn Source/Plant Inventory Report

Bureau of Wamr

s_ Name: _ULeY FALLSw_ (A)_, _,y,_R)...m, (D)e_: _-_
s),_,mNum_3v_o_ _.o.: __,,/,,_ J.:,,,.,_

• . /_ 0
•_,oUCeID: G39105 Today'sData: _ _/_--_¢'/_ /, ,,

,'_n_ I_ln_ ..... WEL.LONE

Rem_g Plant.... NONE
I:)_M I0 ......... NONE

Qommd I_n

^we_ly Code ..... P
L_dtude............ 34.9937'8460
LonOitude.......... - 82,'_
_Dun_ Code ........ G

..... ,,o,,,o ..... , ....... 1

cw.0 [w_er 0.) ............. 6
C_T_ ................... G
Uml_ tlw Dtm_ Ird_ueq_of_.. N

Omu_ Ub_mr_ur_ |m_)om'mtem

_w_Pmn_,,-

.............. 10.00

Yi_ (gpm)......... 6o.oo
T_ V_ (m_m)........... _.oo
Avg,O_ Pr_ (TOO).. g,20

NOOO0

Tm#_nmt Cod,_

?

Z. I-_% r,.,.q.,.. _4-
TZ3

_ _b_,I_7

l_llm:
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Page2of2
Qauley Falls W/S (Rock at Jocassee)
May 5, 2009

F1NQINGS AND RECOMMENDATIONS:

WELLHI'AD PIPING —He purpose of this item is to ensure that the wellhead piping is

configured in such a way as to minimize the potential for contamination of the source while also

providing the proper testing and control of the well. During the survey on 4/2$/09 it was noted

that the check valve was downstrann!ader the Qow meter, The Check Valve should be the 6rst

aplmterence after the weB pump. This will prevent any ponartially contmminated water Som
entering the well when the pump is not nmnml. The Flow Meter must be after the check valve

and before the blow off'such that all water discharged Rom the well will be routed though the

meter. Also remember to disinfect after repair ofwells, tanks and water lines. A guidance

document will be provided This item was rated as Unsatisfactory.

FACILITY MAIN1lENANCE —The purpose of this iten is to evaluate the overall facility

maintenance practices of the water system including all treatment facilities, storage and

treatment buildings, and the grounds amund the facilities. During the survey on 4/2&/09 it was

noted that the @ches needed to be cleared out surrounding the tank

At the time of inspection, Mr. Harris and Owen Taylor- Greenville BQC were presettt. Detailed

record keeping should be a priority for system owners in order to~existing regulations. It
is nmmmended thstt the forum enclosed be utilized and maintained. The overall rating &om the

Sanitary Survey conducted on'04/23/09 is NKEOS IMPROVRMR2IT; thus a written response

is necessary. Should you have any further questions or comments regarding this matter, please do

not hesitate to contact me at ($64) 241-1090.

Sincerely,

8
Owen Taylor
Environmental Heslth Manager
Region 2, Greeaville EQC

GT/gt
Enclosure

08/84/2809 15:84 854-241-1092 EVIR QUAL CONTROL PAGE 09/16

Page 2of2

Gauley Falls W/S (Rock at J_assee)

May5,2OO9

FINDINGS AND RECOMMENDATIONS:

WELLHEAD PIPING - The purpose of this item is m ensure thzt the wellhead piping is

_nfigtlred in such a way as to minimize the potential for contamination of the sotuee while also

providing the proper testing and conlrol of the well. During the survey on 4/28/09 it was noted
thai the check valve was downstream/alter the flow meter. The Cheek Valve should be the first

apptwte_ce after the well pump. This will prevent m_ potentially contaminat_ water from
entering the well when the pump is not running. The Flow Meter must be after the cheek valve
and before the blow off such that all water diseharged from the well will be routed _ the

meter. Also remember to disinfect after repair of wells, tanks and water lines. A guidanze

document will be provided. This item was rated as Unmtfeffaetory.

FA_ITY MAINTENANCIg - The purpose of this item is to evaluate the overall facility

maintemncepracticesof thewatersystemi ledi all tres  ent f 'ih'ties, rage sad
treatment buildings, and the grounds around the facilities. During the survey on 4/28/09 it was
noted that the bushes needed to be cleared out surrounding the tank.

At the time of inspection, Mr. Harris and Gwea Taylor- Greenville EQC were pres¢_. Detailed

record keeping should be a priority for system owners in order to satisfy existing t_,ntlations. It
is recommended that the forms enclosed be utilized and maintained. The overall rating from the

Sanitary Survey conducted on 04D.3/09 is NEEDS IMPROVEMENT; thus a written

is necessary. Should you have any further questions or comments regarding this matter, please do

not hesitate to contact me at (864) 241-1090.

Sincerely,

Gwen Taylor

Environmental Health Manager

Region 2, Greenville EQC

GT/gt
Enclosure
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SCDHEC
Bureau af Water PubIlc Neer Salem Sanitary sunny Report

Crowed Weler Syekeme

8~nine„ROCK AT JOCASSEE THE

syslem ember. 3''oaoo

6~ c~g ~ dCf

+gap l+ 04 ~4 ~ ~.~~ 4
i

W n~h, pm&~
jvoak + g 4 «/c.

I'~ + ug ~C//' 7~~~.i
Acct l, a~I

l4/g. iY

OHEC Represenietive

System R

08104/2009 15:04 864-241-1092 EVIR QUAL CONTROL PAGE 10/16

SCDHEC
Bureau Water Public warm" System SanitaIy Survey Report

Ground Water Sy_m_

sy_ml name: ROCKATJOC.A,.q_EETHE

Systemnmi_. 397o3oo
Survey: o3_14rJoo6

dws.s-v_.rdf
March22,,2007 Pagli Of2
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SCOHEC
Bureau af Water

Public Water System Source/Plant Inventory Report

Syetem Name: ROCK AT JOCASSKE THE

System Number:

Soume lD: 8390Qg

(A)dd,

Tedtetre pete:

(R),(O~ Pg

Avetege Pradtgtlen (MGD). .. .
Tatat Ctgacey (%AGO). . . . . . . .
Emergency Capacky (MGD) .

tI.0000
0.0000

0.0000

~e ace

08/04/2009 15:04 864-241-1092 EVIR 8UAL CONTROL PAGE 11/16

SCDHEC Public Water System Source/Plant Inventory Report

Bureau of Water

_.e: ROCKATJoc_ss_ _ (A)ad,_ (R)_ L. (0)_ [_
_bem NUlI_x_r: 31_/'0300 R(_Ni_IrI." %)_/_'_,_,_'__J____= _(..____/'_.,_le4"C'A

so._,D: e'_o9 T_my_o_: 3__ U

PM_ Nizme ....... F81_#13
PlmltPtmrm ......

r_re'ry_ ....... B

GI_r=phleal kldee_

Plmt somce InW

Average _ (MGO) .... o.(]eao

T_ C_,y (MGU). ........ 0.0000

ememer_ _ (MC_) .... 0.0000

Tre,mme_ Codes

P-ammmmb

Stgmd,_'m: __._.

March 22, 2007 PagmSofS dwtnv..s_,adr
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SCDHEC
Bureau af Water

public Water System Soure@IPlant Inventory Report

Syeee((( Nome: ROCK AT JOCASSEE THE

Syehm Number: 3970300

Souo» ID: N8007

(A)dd, ~, )ANNI, (D(Illa: @]
Reeeon: i

Todey's Dele

((((average Prtxhr&m (SKID). . . .
Tolel CepeolIy (MGD). . . . . . . . .
Emergenoy (epeolIy (MGD)

0,0000
0.0000
0.0000

C7412, &@10

Meleh 2R, 2007
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SCDHEC

Bureau of Water

Public Water System Soun;e/Plant Inventmy Report

5_ern Name: ROCK AT JOCASSEE THE

Number: ;_g70300

Source ID: B3a_007

Ptant Nmne ....... C._dey F_ Cex_
Pla_ Plhone ......

P_TYm ....... e

_mejralpldcal Ad_m

Awmge pmekcaon (MGD) .... o.oooo

Total CaFee_ (MGD) ......... • 0,0000

Emergency_ (Uc_) .... 0,o000

C7412, D4210

TfeaeneM Cadre

Cm

U

Mar_.h 22, 2007 Page4 ofg _
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SCDHEC
Bureau of 1Nater

Public Water System SourcelPlant Inventory Report

System Name; ROCK AT JOCASSEE THE

syelem Number, 397DI
Source ID: 639104

(A)dd,(,(R)enum, (D)elate:

Retreon:

Todeyre Dace

Location. . . , , , Right cr tee boa 913
Source Name. . . . . lyrae 92
Recetytny Plant. . . . Tee Sox 913
Plant lD . . .. . . . . S39009

eeneral hforr~ion

Avahkltty Code. . . , . P
34.99527AS

-82.76111311
8

Type. . . . . . , . . . , . . . . . . . . . . 2
Casing Otameter (e), , . . . . , . . . . . . S Deetgn %hid (gpm). . . . . . . . ,

Teak Yield fgpm). . . . . . . . . . .
Aug. Daily PtekeNtm (TGD) . .W~ Cremoty(TeO). . .

I ~~
S

gt/
0.00

Troetrrreot Cocher

$(o~g

o ~&tt, h~
Q 17

lVw~& 'a'1, p g

Stywtura:

March 22, 2901 Page 2 of B
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SCDHEC

Bumau_Water
Public Water System Source/Plant Invanto_ Report

System Name; ROCK AT JOCASSEE THE

Souse ID: G39164

Loce_on ......... Right of teu b_ #13
Sour_ N_lle ..... _11 #2

Re_-Iv_g _ .... Tm _x#t3

I=_nt tD ..........

General Imbml_lo.

Av_lllty Code ..... p
Lalflu_ ............ 34.gg527778

1.0ngll_de ........... 82.78111111
_tm_e C_xb ........ G

Type ......................... 2

c._ Type................... s
Undo"i1_ Direr _'_ence of SW?.. N

m_mlWa_r _ _

MPBm_

Type .................... 8

T_ "nmU(=_m)........... 1/I
A_ D=i_,_= FED).. o,oo
Rqu_k_ _ ('roD).,. e2.,Io

Ng97D

Tm

_r_"__ 9 _ _ '_:_

March .Jg,2007 Page 2 of 1_ ¢:lwt_
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SCOHEC

Bureau of Water

Public Water System Inventory Report Form

System Norns: ROCK AT JOCASSEE THE

System Number. 3970300

Fax Nmnber. NONE

(A)dd, ~.(R),(D~
Reascrr. r~c
Todatfs Date: ~ 0-7

WATERHEAD LI.C, DBA - STAN BROWN

171 SLIDING ROCK RD

PICKENS, SC 29871

Oeogrspfticatcetgact Address (If 40eem):

ROCK AT JOCASSEE - DAVID HARRIS

17'I SuDINO ROCK RD

PICKENS, SC 28871

Tc8sphate: t@4)g92-2%8 Emstgency Telephone: (884)2441313
Contact Telephorsx (8')878-8087

System Type. . . . N

Owner Type. . . . . PRIV

Inset Dale (moryr), . . .
Begin Dais (mofyr). . . 1M986

Rg Seasan On (~.. . , , 91/M

Bsascn OR (m~. . . . . 12r31

Percent Surmise Water. . . . . . . . . . . , . 0

Percent Ground w~. , „,. . . , . . . , 100

Percent Purchased Surface Waler. . . 0
Percent Purchased Grcurtd Water. . . . 0

Total must equal ~

Resfdentbd. . . . . . . . . .
Non Residential. . . . ..
Nbaimum Alkrwsbte. . .

Psrmatsd. .

Number of Surface Water Sources.

unbar cf Gwund Water SourMe. . . ,

Pwchassd Sufscs Water Sources. . . .
Number of Permanent SW Sources. . .
Number of Emertpmcy SW~, ,

Number of Permanent GW Sourcea, .
Number of Emerttency GW Sources. .

Service Popubttion:

Paputstion. . . . . . . . . . . .
Secorxtay Popubdlon. . .

3

0
0

0
3
0

Production (aaGD).

Average. . . . . . .. . . . . .

Maximum Day. . . . . . . .

Storage

Hsvatsd (MG).

Ground (MG). . . .
Prasare (TG), . . .

0.0100

0.000

0,030

12.000

,[pc@ L H&+ghq
grog) Q
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SCDHEC

Bureau of Water

Public Water System Inventory Report Form

N_ne: ROCK AT JOCASSEE THE

Sy_bml Numbe_. 3970300

Fm Numbs. NONE

(A)dd,(M)odey.(_)nm, (D)._ P_

Mailing Address:

WATERHEAD LLC_DBA - STAN BROWN

171 SLIDING ROCK RD

PICKEN$, $C 29671

Ten,too.e:(_41_2-246e

_.ogmph_ Address_ _):

ROCK AT JOCASSEE - DAVID HARRIS

171 SLIDING ROCK RD

PfCKENS, SC 29671

F.merg_w TeleX: (884)244-1313

Cont_ Tearooms, (ee4_Te-eoe7

symm Type .... N

Owner Type ..... PRN

Sys_mCbelmeltsl_

knactCode.......... P:,mdc_Ar_ ....

{naet Oat_ (mo_ .... Counties Sen_d:

Beg_ D_e (mo_) .. l_ge6

R9

UN lafom:

Percent SurfaoeWa_r ............. 0

Pm:_ Groundwa_ ............. _00

P_rcent Pumhasml Surface Water... o

Percent Purchased erom_l Water .... 0

Total nmst eqlual

Number of 8urra_ Waklr _.. 0

Numloerof Ground Wa_ Sour¢_ .... 3

Purchal_d Sulra_ WaW Soumes .... 0

Number of Pernm'm_ SW ,Y,oul_... 0

Numbor of !=_ SW Pmurcta_,. 0

NumbB"of Pmlllment GW _Jn:e¢,. 3

Number of EmecgencyGW :_ur_m... 0

Service Popelation:

Poput_ion ................

Secmx_y PoOh.on ....... 0

$11tilllcal Infonnall_

Residen_ ............

Non Reed(len_ .........

Mmlrnum AIIowa_ .....

Paneled ..............

Average .............. 0.0100

MeximumDay.... ....... o1_

Tdal .................. 0384

............ 0.0000

(MG).......... 0.000

Ground (Me) ........... 0.020

Pressure (TG) .......... 12.000

To,,...
122

0

c4mvnems
I


